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L1
115V/60Hz
N
115VAC/24VDC AC
Power supply DC
+ =
Low voltage wiring can be daisy -
chained to numerous Jaga +| BMS
Dynamic 24VDC products as per
scheduled wattage draw 24VDC 0-10V
Jaga Dynamic 24VDC product
0.5mA 0-10V signal can be daisy +

chained to up to 9 Jaga Dynamic
24VDC products For all electric products, the installation must be carried out in function of the local building codes.
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